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Abstract—Buildings are an important segment from the point 
of view of the overall consumption and the flexibility or change in 
their demand through Demand Response, Energy Efficiency and 
Renewable Sources. The integration of renewables represents an 
opportunity for buildings because main end-uses (for example 
heat, cool, and ventilation) follow, at some extend, the potential of 
solar resource. The problem is that renewable resources are 
evaluated through simulators from average conditions 
(irradiation, external temperature) but in practice, and in the 
short term, the generation resource exhibits an important 
volatility and, in some cases, the integration of renewables can 
produce not only benefits but risks for the customer from an 
economic aspect. The aim of this paper is the evaluation of these 
risks, and to state how Demand Response policies and, of course, 
Renewable Energy Sources (RES) models, can help to reduce or 
mitigate these risks and volatility. A real university building is 
presented to exemplify the methodology.  

Keywords—Demand Response, Forecasting, Renewable 
sources, Energy Markets, Energy Management in Buildings  

I. INTRODUCTION  

Buildings are responsible for 40% of energy consumption 
and 36% of CO2 emissions in the EU. According to Energy 
Performance of Buildings Directive (EPBD), two mechanisms 
will be decisive for the development of the building sector [1]: 
First, the energy required should be covered to a very 
significant extent by energy from renewable sources, including 
energy produced “on-site”, usually from PV. This self-
generation balances demand of heat pumps or other Heat, 
Ventilation and Air Conditioning (HVAC) systems. Second, 
the retrofit of elements that form part of the building envelope 
can reduce thermal losses through walls and windows, and air 
infiltrations. 

In the South of Spain, buildings and Distributed Energy 
Resources (DER) have some pros and cons. The problem of a 

lot of buildings (e.g. institutional ones) is the age of these 
buildings (20 to 40 years old) and the quality of building 
envelope before the publication of EU directives (EPDB, 
Energy Efficiency [1]). The main advantages are the 
availability of solar resource due to high radiation levels and 
the fact that HVAC reversible systems are economically 
attractive in the Mediterranean climate. Several HVAC 
manufacturers report a growing market scenario [2]. 

Limitations for renewable sources arise due to disparities in 
time or location, but especially if one technology is 
significantly favored or not by the markets or by specific 
regulations in each country. This last factor is a main concern 
for this paper because the availability to sell energy in markets, 
or the fixed and variable charges associated to self-generation 
(for example in Spain, see [3]), could condition the cost-
effectiveness of DER projects in buildings. 

Another factor to be taken into account is the interest for 
Demand Response (DR) policies worldwide [4], and a growing 
need to engage customers in energy policies, i.e. to achieve an 
active customer as one of the principal actors in markets [5]. In 
a scenario of integration of renewables, these DR resources can 
provide the necessary flexibility of power systems and could 
explain in the future the provision of some Ancillary Service. 

There are some studies that discuss the implementation of 
DER and the effect of DR strategies on the energy consumption 
of small- and medium-size consumers with small-scale PV 
systems [6-8].  Reference [6] develops a practical experiment 
for studying the effects of Demand Response and Energy 
Storage Systems (ESS) on the consumption of a dwelling, with 
a 5.55 kWp PV system. A PV system and demand response 
strategies for lighting in an office building are applied in [7]. 
An economical and technical study is performed in order to 
evaluate the savings, obtaining reductions in energy 
consumption around 9%. In [8] a Demand Side Management 
(DSM) algorithm is proposed to overcome the variability of a 
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small-scale PV system generation by modifying the load 
demand of air conditioning and ventilation system.     

The idea of this paper is to present a mix of methodologies 
and its synergies that can help the development of DER, and 
specially Demand Response (DR) and Photovoltaic generation 
(PV) in medium-size customers while avoiding at some extend 
the uncertainty of RES and its consequences (for example the 
so called “Duck chart” in California [9]).  In Section II, the 
approach to the problem, the characteristics of customers and 
their solar resource is presented, as well as the volatility of 
solar resource is analyzed. Then, in Section III, the 
effectiveness of the interaction between DR and PV is stated 
thorough simulations. Finally, in section IV, some conclusions 
are stated. 

II. METHODOLOGY 

The idea of the methodology being used in the paper is shown 
in Fig. 1. First, regulatory requirements (in Spain) are 
analyzed to establish a framework for DER. In a second stage, 
several models and tools are considered: for example, load 
disaggregation of overall demand trough Non-Intrusive 
Methodologies (NILM) or Energy Agencies reports [10] to 
evaluate main end-uses. Third, several simulators have been 
used: Physically-Based Load Models (PBLM) to consider the 
change in load pattern due to changes in weather (or changes 
due to DR policies [10]); models for RES (in this case, a well-
known simulator SAM, NREL [11] has been used), and a 
numerical weather prediction (NWP) model to forecast the 
weather variables, specifically irradiation in the short time 
[12]. Fourth, some non-conventional storage possibilities [13] 
have been taking into account for simulation purposes (in our 
case indirect storage), and finally, energy prices and tariffs 
have been explored to evaluate different cost and benefit 
scenarios for the customer (size of PV system, the effects of 
time-of-use tariffs, changes in energy due to DR,…). 
 

Fig. 1. Methodology 

Regulatory requirements for DR and PV in Spain 

The framework for DER in Spain in small/medium segments 
of demand is discouraging, and especially for DR (see [14]). 
But this scenario should change in the future UE energy 

market with a customer much more active [5] and 
consequently these segments should be able to evaluate their 
possibilities. With respect to self-consumption [3], this 
alternative appears as less interesting for customer that net 
balance or credits available for PV production in other 
countries [15]. In this scenario, PV generation should be 
planned to cover demand at high-price energy periods. 
Another problem is the near future in where imbalance can be 
a problem and the customer should apply for the provisioning 
of ancillary resources [16].   

B. Customer characteristics and solar resource 

The study is focussed on a University Building with a 
consumption of some hundreds of kW (peak around 400kW). 
The building includes classrooms, departments and 
administrative offices. HVAC explains about 40-50% of the 
overall demand, lighting 25% and Electronic appliances 15%. 
Fig. 2a shows a typical daily load curve for this building. 

 

  
a                                             b 

Fig. 2. a) Daily load (January): University building, b) Annual PV generation 
 
The proposed tool (SAM [11]) analyses several rated power 
levels for PV arrays and their impact on the costs. Some 
results are presented in Fig. 2b. The analysis of this “business 
as usual” scenario is performed, through average-value for 
irradiation and other weather variables, taking into account 
that this kind of customer can benefit from ToU tariffs. The 
results show that 300kWp is the optimal level for the PV 
array, obtaining a payback period time around 10 years. This 
value may slightly oscillate (±0.5 years) due to the variability 
of the solar resource.  Fig. 3 shows the behavior of PV 
generation and load during the different seasons for the 
average scenario. 

 
Fig. 3. Load (blue) and PV generation (orange) in the average scenario 

C. Evaluation of the solar resource in the short-term 
 
In order to evaluate de variability of solar PV with respect to 
conventional simulation scenarios, the solar resource in the 
winter season has been analyzed. The more changeable 
weather which increase the uncertainly in PV solar generation 
is the reason for choosing this time of the year. Average 
weather values have been obtained from PVGIS database for a 
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Typical Meteorological Year (TMY) [17]. Real values were 
obtained from a local weather station and forecasts were 
produced by means of the Weather Research and Forecasting 
(WRF) model [12]. The WRF model is an advanced NWP 
model designed to provide forecasts of weather variables in a 
mesoscale or regional scale, and it was used to forecast hourly 
values of irradiation, temperature and cloud coverage for the 
day-ahead (forecasting horizon of 24-48 hours) and for the 
location of the University Building. To obtain the PV 
production of the array, SAM has been used again. Fig. 4 
shows a comparison between average values and real values of 
monthly PV production in winter for the 300 kWp PV system 
that has been chosen as benchmark.  

 
Fig. 4. Real (blue), and average (yellow) values for PV generation in winter 
 
December and February are the months with the most 
variability, with a decrease in real generation of 7.6 and 6.6 
MWh respectively compared to average values. However, in 
March, real predictions increase production in 5.1 MWh 
compared to average conditions. All this variations have to be 
evaluated in a shorter period of time to improve the 
performance of the PV-system and the loads’ planning. 
 
To analyze the short-term variations, a typical winter week has 
been studied using hourly data for solar PV production.  Fig. 5 
represent the 1 kW PV generation for one day obtained with 
average values (yellow), weather predictions made one day 
before (red) and real values (blue). It is observed that around 2 
o'clock in the afternoon the real generation decreased 
considerably compared to the predictions. Other types of 
variations such as a punctual increase of generation will be 
shown later. The differences between predictions and real 
values cause some problems in the consumption’s planning 
which will have to upload as soon as possible to the new 
conditions.  

 
Fig. 5. Real (blue), predictions (red) and average (yellow) values for PV 
generation in one winter day 
 

PBLM models for DR and some kinds of indirect storage 
 

The availability for load response depends on load behavior 
and its characteristics (and its environment for the so called 
thermostatically controlled loads, TLC). Several approaches to 
evaluate DR can be found in the literature, some of them based 
on machine learning [18], but another interesting way to 
evaluate this response is through Physically Based Load 
Models (PBLM), methodology proposed first to solve cold 
load pickup in [19]. The main reason is that these models are 
“white” or “grey” models which allow to physically explain 
the dynamics of the load and consequently foresee its changes. 
In this paper a PBLM model for HVAC loads (heating and 
ventilation) previously proposed in [10] is used. Fig. 6 shows 
the electrical-thermal equivalent for this model (a broader 
explanation of parameter can be found in [10] and [20]). 

 
 
Fig. 6. Example of PBLM for a classroom of the building 

 
Main features of the model are: it consider heat gains, for 
instance solar radiation (Hsw, Hw) or internal gains due to 
inhabitants (Hr) or appliances (Ha); the model takes into 
account heat storage from the specific heat of external walls 
(Cw), indoor mass (Ca) or roof/ground (Crg); and it considers 
the control mechanisms which drive DR policies (for instance 
thermostats m(t) in TCL. Moreover its state variables are 
temperatures: indoor (X), walls (Xw) and roof/ground (Xrg), a 
characteristic which allows an easy evaluation of energy stored 
in walls (in analogy with the energy stored by capacitors), i.e. 
the indirect capacity of storage in buildings (without additional 
capital investments in batteries) or the loss of service due to 
the application of DR.  
 

III. RESULTS 

Three different and real scenarios for short-term variations of 
PV production have been considered in this section (see Fig. 
7). Also, DR policies, assisted through PBLM, have been 
applied to mitigate in some extend the problems caused by the 
changes in PV generation. The main objective of this section is 
to ensure that changes in generation do not modify the profile 
of energy demand and do not compel customer to trade 
additional resources into wholesale markets (energy and 
ancillary service markets). To achieve this goal, the HVAC 
load is selected for implementing control strategies because of 
their flexibility (achieved by changing the temperature of the 
thermostat).  
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Fig. 7. Different scenarios for PV with respect to average values in January 

(blue curve) 
 

Case 1. Moderate increases and decreases in PV 

First case that have been studied consists on an increase of PV 
production between 10 and 12 am (27%) followed by a heavy 
decrease of PV generation (78%) for approximately 3 hours 
(with respect to average PV profile). Then, the PV generation 
exceeds the average again. To operate with these fluctuations 
between real and average production while balancing the net 
demand (i.e. minimizing the need for additional services in the 
markets [16]) it is necessary to modify the overall demand of 
the building (through DR or Demand Side Flexibility, DSF 
policies).  Fig. 8 presents the target for the demand profile to 
balance the volatility in PV generation (predicted day-ahead, 
see section II.C). Blue curve shows the original overall load 
and purple dashed line represent the target for the overall 
consumption after applied DR mechanisms. For simplicity, 
only the main end-use, HVAC (its model was presented in 
section II.D) is managed by the customer (or more probably by 
its aggregator). Red curve represents HVAC demand without 
any DR action.  
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Fig. 8. Overall (blue) and HVAC (red) loads before DR strategies and DSF 
target (purple) from overall load. 
 
In order to achieve the overall load profile target, DR 
mechanisms have been applied to HVAC end-use. Fig. 9 
represents the changes in HVAC setpoint temperature 
evaluated through PBLM simulation. Blue dashed line show 
the internal temperature of one of the buildings (Xi) 
conditioned by HVAC loads without any DR action. Setpoint 
temperature is fixed in 18.7ºC since 9 o’clock in the morning. 
Red line represent the internal temperature (Xi) once DR 
mechanisms have been applied (the decrease of this 
temperature conditions the intensity of DR or DSF potential). 
To rise the demand, an increasing of the setpoint of 
thermostats (∆=1.3ºC, from 18.7 to 20ºC) between 9h and 12h 
is applied. This increment produces a response and a greater 
energy consumption from HVAC load during this period to 

cover the rise in service level (Xi), which seeks to compensate 
the PV overproduction. It is interesting to note that this do not 
involves a loss of efficiency because this peak in demand 
“charges” the internal (hidden) reservoirs of energy storage 
(i.e. walls, roofs, see the slight increase of Xw in Fig. 9).  This 
preheating of building, previously performed, allows to reduce 
the setpoint temperature to 18ºC at 12h30, and it contributes to 
maintain the internal temperature (and customer comfort) of 
the building when setpoint temperature is reduced. In this way, 
HVAC consumption decreases and fits the decrease of PV 
generation (of course at some extend). When PV generation 
overcome the average generation profile again, the setpoint 
temperature is modified to 19.5ºC (around 14h), increasing 
again the HVAC consumption for the purpose of using up the 
overproduction. Finally, when real and average PV production 
are equal again, setpoint temperature is returned to 18.7ºC. 
Notice that the increase of demand is not wasted but stored. 
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Fig. 9. Internal temperature (Xi) without DR (maroon) and with DR (violet); 
and walls’ temperature (Xw) without (dashed blue) and with (yellow) DR. 
 
Finally, Fig. 10 represent how the DSF target is reached by the 
changes in overall and HVAC load profiles after applying DR. 
Blue and violet lines show the original load profiles (without 
DR). Magenta dashed line represent the overall load target set 
by variations of PV production. Red line and green dashed line 
show the overall and HVAC consumption after DR actions are 
applied.  
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Fig. 10. Overall load without (blue) and with (red) DR, overall load target 
(dashed magenta) and HVAC load without (violet) and with (green) DR. 
 
The increase of the HVAC consumption between 8:30h and 
12h and between 14:30h and 17h produced an increase in 
overall profile (red line) which clearly allow to approach the 
target (magenta). Between 12h and 14:30h, a decrease of the 
HVAC consumption that approaches to the target is achieved 
but it is not enough so it is necessary to perform other DR 
actions (with other flexible loads such as Water Heating, WH, 
Lighting), or doing use of Ancillary services. 
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Cases 2&3. Heavy decreases in PV generation 

Finally, two extreme cases have been considered. In both 
cases, the PV generation drops near cero with respect to 
average PV values during several hours (98 and 88%, see Fig. 
7). This constraint seems to involve the application of heavy 
boundary conditions to the use of DR policies in HVAC loads 
(the loss of service in the temperature of the building, and a 
foreseeable rejection of customers to DR). The response to 
these concerns can be found in the hidden or internal storage 
Xw. Fig. 10a&b shows DSF targets for both cases, and again 
the HVAC load profile. 
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Fig. 10. Overall (blue) and HVAC (red) loads before DR strategies and DSF 
target (purple) for two PV scenarios: a) Case 2; b) Case 3 (see Fig. 7) 
 
In order to achieve the overall load profile DSF target, DR 
mechanisms have been applied to HVAC end-use again. Fig. 
11a&b represent the necessary changes in HVAC thermostat 
setpoints tuned through several PBLM simulations. 
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Fig. 11. Internal temperature (Xi) without DR (red) and with DR (purple); and 
walls’ temperature (Xw) without (dashed blue) and with (orange) DR: a) Case 
2; b) Case 3. 
 
Red dashed line show the internal temperature in a 
representative (mean) dwelling of the buildings (Xi) in steady 
state, i.e. without any DR action. In case 2, during DR, the 
setpoint temperature is fixed to 18.7ºC, starting around 8 in the 
morning. Case 3 forces the switching of HVAC loads from 4 
at 6 a.m. to produce a rise in the internal temperature (Xi) as 
soon as possible, and consequently in (Xw) before any DR 
mechanism has to be applied. 
 
In the case 2 the rise of demand is enforced by the increase of 
PV generation, whereas in the case 3, the preheating (two 
hours before from steady-state conditions) is due to the 
complete loss of PV supply (88-98%) and on the necessity to 
fill the “hidden/internal” reservoir (i.e. Xw) during off-peak 
ToU period (i.e. the lowest price of energy). In case 2, to 
produce the rise in the demand, an increasing of the setpoint of 
thermostats (∆=1.8ºC, from 18.7 to 20.5ºC) between 9h and 
13h is applied. This increment produces a response and a 

greater energy consumption from HVAC load during this 
period to balance PV generation (i.e. 27% of PV surplus). 
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Fig. 12. Overall load without (blue) and with (red) DR, overall load target 
(dashed magenta) and HVAC load with DR (green) for: a) Case 2; b) Case 3 
 
Fig. 12a&b shows the results in the overall demand curve and 
allows the reader to verify the goodness of DR policies being 
applied to balance the volatility of PV generation. 
It is important to note here that service of the customer is not 
heavy affected with DR. In the worst case (case 3) the internal 
temperature drops to a minimum of 16.8ºC for a control period 
of about 6hr, and this compliance and service is surveyed by 
the “white/grey-box” PBLM through the state of the load 
(dwelling) reservoir Xw. 
 
Table I shows some values of how the volatility in PV 
generation can change the overall performance of the customer 
and how DR can reduce this damping for the three cases 
presented in the simulation examples. From these results, the 
volatility of peaks (kW) is not changed but this is due to the 
fact that demand peaks in the customer appear out of PV 
generation periods (early morning or late afternoon), whereas 
the volatility of net energy demand is reduce at a considerable 
extend. For instance, from 481kWh to 320kWh in case 2, or 
from 529kWh to 300kWh in case 3, i.e. a reduction in changes 
around 30% to 40%. With only a DR controllable load the 
maximum changes in net energy demand (around 10%) are 
reduced to 5-6%, improving customer performance from the 
point of view of Power System. 
 
TABLE I. DR/DSF RESULTS 

Index/ratio (daily) Case 0: 
avg. PV 

Case 1 Case 2 Case3 

Daily peak with PV 
(kW) 

318 318 311 353 

Daily peak with DR 
(kW) 

NA 316 316 331 

PV generation (kWh) 971 1035 770 254 
Load (baseline, kWh) 5398 5398 5398 5398 
HVAC energy (kWh) 1843 1813 1759 1541 
Daily change in energy 
without DR (kWh, %) 

NA 335 
(6.2%) 

481 
(8.9%) 

529 
(9.8%) 

Daily change in energy 
with DR (kWh, %) 

NA 249 
(4.6%) 

320 
(5.9%) 

300 
(5.5%) 

Comfort (max and min 
temperatures, ºC) 

19-18.6 20-17.8 20-
17.7 

20.5-
16.8 

 

IV. CONCLUSIONS 

Medium segment of customers and specially buildings can 
obtain interesting benefits from RES self-generation and 
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energy management through DR, alone or with the help of an 
aggregator. Unfortunately, it is difficult to participate in the 
electricity markets with DR alternatives, and self-generation 
with PV is difficult in some countries, but the future seems 
promising. This paper presents improved methods for both 
actors (customer and aggregator) to understand, evaluate and 
overcome some barriers for PV and DR in the markets, 
establishing interesting synergies amongst both resources. The 
advantages of this approach are: the universality of PBLM 
models for loads, the analysis and consideration of customer 
service (internal temperature in the case of HVAC), and finally 
the balancing of PV generation, and its volatility in some 
periods. Through these tools and taking profit from future 
electricity markets and enabling technology, the deployment of 
PV and DR become easier and this will be valuable for price 
response and the economic management of ancillary services 
in the short and medium term. 

ACKNOWLEDGMENT  

This work is supported by the Ministerio de Economía, 
Industria y Competitividad, Agencia Estatal de Investigación 
(Spanish Government) under research projects ENE2016 -
78509-C3-1-P, ENE2016-78509-C3-2-P and ENE2016-
78509-C3-3-P, and EU FEDER funds.  
 

REFERENCES 
[1] A. Hermelink, S. Schimscha et al. “Towards Nearly Zero Energy 

Buildings: Definition of common principles under the EPBD”, 2013, 
Project number: BESDE10788, EC. Available on line: 
https://ec.europa.eu/energy/sites/ener/files/documents/nzeb_executive_s
ummary.pdf  (accesed 20 February 2018). 

[2] The Japan Refrigeration and Air Conditioning Industry Association. 
World Air Conditioner Demand by Region, April 2017 

[3] Real Decreto 900/2015 (Spanish Government). Royal Act by which the 
administrative, technical and economic conditions of the modalities of 
electric power supply with self-consumption and production with self-
consumption are regulated. https://www.boe.es/buscar/pdf/2015/BOE-A-
2015-10927-consolidado.pdf 

[4] ENTSOE. Market Design for Demand Side Response. Policy Paper, 
November 2015. https://www.entsoe.eu/Documents/Publications 
(accessed on Dec 19 th 2017). 

[5] Directive of the European Parliament and of the Council on common 
rules for the Internal Market in Electricity (recast). COM(2016) 864 
final/2. 
https://ec.europa.eu/energy/sites/ener/files/documents/1_en_act_part1_v
7_864.pdf 

[6] M. Castillo-Cagigal, E. Caamaño-Martín, E. Matallanas, D. Masa-Bote, 
A. Gutiérrez, F. Monasterio-Huelin, J. Jiménez-Leube, “PV self-
consumption optimization with storage and Active DSM for the 
residential sector”, Solar Energy, Volume 85, Issue 9, 2011, Pages 2338-
2348, ISSN 0038-092X, https://doi.org/10.1016/j.solener.2011.06.028 

[7] G. Almeida Dávi, J. López de Asiain, J. Solano, E. Caamaño-Martín, C. 
Bedoya, “Energy Refurbishment of an Office Building with Hybrid 
Photovoltaic System and Demand-Side Management”. Energies 2017, 
10, 1117. 

[8] B. Sivaneasan, N. K. Kandasamy, M. L. Lim, K. P. Goh, “A new 
demand response algorithm for solar PV intermittency management”, 
Applied Energy, Volume 218, 2018, Pages 36-45, ISSN 0306-2619, 
https://doi.org/10.1016/j.apenergy.2018.02.147. 

[9] P. Denholm et al. “Overgeneration from Solar Energy in California: A 
Field Guide to the Duck Chart”, 2015. Laboratorio NREL, EEUU. 

[10] A. Gabaldón, C. Álvarez, C., M.C. del Ruiz-Abellón, A. Guillamón, S. 
Valero-Verdú, R. Molina and A. García-Garre. “Integration of 
methodologies for the evaluation of offer curves in energy and capacity 
markets through energy efficiency and demand response” (2018) 
Sustainability , 10 (2), art. no. 483 

[11] System Advisor Model (SAM) https://sam.nrel.gov/ 

[12] W.C. Skamarock, J.B. Klemp, J. Dudhia, D.O. Gill, D.M. Barker, M.G. 
Duda, X.-Y. Huang, W. Wang and J.G. Powers. “A Description of the 
Advanced Research WRF Version 3”. NCAR Tech. Note NCAR/TN-
475+STR, 2008, 113 pp. doi:10.5065/D68S4MVH 

[13] R. Hledik, J. Chang and R. Lueken, "The Hidden Battery: Opportunities 
in Electric Water Heating", Jan. 2016. 

[14] Smart Energy Demand Coalition, SEDC, “Explicit Demand Response in 
EU” (2017) http://www.smartenergydemand.eu/ 

[15] Database of State Incentives for Renewables & Efficiency (DSIRE), NC 
Clean Energy Technology Center. Available online: 
http://www.dsireusa.org/ 

[16] PJM Energy and Ancillary Services. http://www.pjm.com 

[17] Photovoltaic Geographical Information System (PVGIS) database. 
http://re.jrc.ec.europa.eu/pvg_tools/en/tools.html#TMY  

[18] D. Zhou, M. Balandat and C. Tomlin, "Residential demand response 
targeting using machine learning with observational data," 2016 IEEE 
55th Conference on Decision and Control (CDC), Las Vegas, NV, 2016. 

[19] S. Ihara and F.C. Schweppe, Physically Based Modeling of Cold Load 
Pickup. IEEE Power Eng. Rev. 1981, 1, 27–28.  

[20] Demand Response http://www.demandresponse.eu 

 

Authorized licensed use limited to: Universidad de la Rioja. Downloaded on June 20,2022 at 17:55:36 UTC from IEEE Xplore.  Restrictions apply. 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Gray Gamma 2.2)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.7
  /CompressObjects /Off
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /LeaveColorUnchanged
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams true
  /MaxSubsetPct 100
  /Optimize true
  /OPM 0
  /ParseDSCComments false
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo false
  /PreserveFlatness true
  /PreserveHalftoneInfo true
  /PreserveOPIComments false
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Remove
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
    /AbadiMT-CondensedLight
    /ACaslon-Italic
    /ACaslon-Regular
    /ACaslon-Semibold
    /ACaslon-SemiboldItalic
    /AdobeArabic-Bold
    /AdobeArabic-BoldItalic
    /AdobeArabic-Italic
    /AdobeArabic-Regular
    /AdobeHebrew-Bold
    /AdobeHebrew-BoldItalic
    /AdobeHebrew-Italic
    /AdobeHebrew-Regular
    /AdobeHeitiStd-Regular
    /AdobeMingStd-Light
    /AdobeMyungjoStd-Medium
    /AdobePiStd
    /AdobeSongStd-Light
    /AdobeThai-Bold
    /AdobeThai-BoldItalic
    /AdobeThai-Italic
    /AdobeThai-Regular
    /AGaramond-Bold
    /AGaramond-BoldItalic
    /AGaramond-Italic
    /AGaramond-Regular
    /AGaramond-Semibold
    /AGaramond-SemiboldItalic
    /AgencyFB-Bold
    /AgencyFB-Reg
    /AGOldFace-Outline
    /AharoniBold
    /Algerian
    /Americana
    /Americana-ExtraBold
    /AndaleMono
    /AndaleMonoIPA
    /AngsanaNew
    /AngsanaNew-Bold
    /AngsanaNew-BoldItalic
    /AngsanaNew-Italic
    /AngsanaUPC
    /AngsanaUPC-Bold
    /AngsanaUPC-BoldItalic
    /AngsanaUPC-Italic
    /Anna
    /ArialAlternative
    /ArialAlternativeSymbol
    /Arial-Black
    /Arial-BlackItalic
    /Arial-BoldItalicMT
    /Arial-BoldMT
    /Arial-ItalicMT
    /ArialMT
    /ArialMT-Black
    /ArialNarrow
    /ArialNarrow-Bold
    /ArialNarrow-BoldItalic
    /ArialNarrow-Italic
    /ArialRoundedMTBold
    /ArialUnicodeMS
    /ArrusBT-Bold
    /ArrusBT-BoldItalic
    /ArrusBT-Italic
    /ArrusBT-Roman
    /AvantGarde-Book
    /AvantGarde-BookOblique
    /AvantGarde-Demi
    /AvantGarde-DemiOblique
    /AvantGardeITCbyBT-Book
    /AvantGardeITCbyBT-BookOblique
    /BakerSignet
    /BankGothicBT-Medium
    /Barmeno-Bold
    /Barmeno-ExtraBold
    /Barmeno-Medium
    /Barmeno-Regular
    /Baskerville
    /BaskervilleBE-Italic
    /BaskervilleBE-Medium
    /BaskervilleBE-MediumItalic
    /BaskervilleBE-Regular
    /Baskerville-Bold
    /Baskerville-BoldItalic
    /Baskerville-Italic
    /BaskOldFace
    /Batang
    /BatangChe
    /Bauhaus93
    /Bellevue
    /BellMT
    /BellMTBold
    /BellMTItalic
    /BerlingAntiqua-Bold
    /BerlingAntiqua-BoldItalic
    /BerlingAntiqua-Italic
    /BerlingAntiqua-Roman
    /BerlinSansFB-Bold
    /BerlinSansFBDemi-Bold
    /BerlinSansFB-Reg
    /BernardMT-Condensed
    /BernhardModernBT-Bold
    /BernhardModernBT-BoldItalic
    /BernhardModernBT-Italic
    /BernhardModernBT-Roman
    /BiffoMT
    /BinnerD
    /BinnerGothic
    /BlackadderITC-Regular
    /Blackoak
    /blex
    /blsy
    /Bodoni
    /Bodoni-Bold
    /Bodoni-BoldItalic
    /Bodoni-Italic
    /BodoniMT
    /BodoniMTBlack
    /BodoniMTBlack-Italic
    /BodoniMT-Bold
    /BodoniMT-BoldItalic
    /BodoniMTCondensed
    /BodoniMTCondensed-Bold
    /BodoniMTCondensed-BoldItalic
    /BodoniMTCondensed-Italic
    /BodoniMT-Italic
    /BodoniMTPosterCompressed
    /Bodoni-Poster
    /Bodoni-PosterCompressed
    /BookAntiqua
    /BookAntiqua-Bold
    /BookAntiqua-BoldItalic
    /BookAntiqua-Italic
    /Bookman-Demi
    /Bookman-DemiItalic
    /Bookman-Light
    /Bookman-LightItalic
    /BookmanOldStyle
    /BookmanOldStyle-Bold
    /BookmanOldStyle-BoldItalic
    /BookmanOldStyle-Italic
    /BookshelfSymbolOne-Regular
    /BookshelfSymbolSeven
    /BookshelfSymbolThree-Regular
    /BookshelfSymbolTwo-Regular
    /Botanical
    /Boton-Italic
    /Boton-Medium
    /Boton-MediumItalic
    /Boton-Regular
    /Boulevard
    /BradleyHandITC
    /Braggadocio
    /BritannicBold
    /Broadway
    /BrowalliaNew
    /BrowalliaNew-Bold
    /BrowalliaNew-BoldItalic
    /BrowalliaNew-Italic
    /BrowalliaUPC
    /BrowalliaUPC-Bold
    /BrowalliaUPC-BoldItalic
    /BrowalliaUPC-Italic
    /BrushScript
    /BrushScriptMT
    /CaflischScript-Bold
    /CaflischScript-Regular
    /Calibri
    /Calibri-Bold
    /Calibri-BoldItalic
    /Calibri-Italic
    /CalifornianFB-Bold
    /CalifornianFB-Italic
    /CalifornianFB-Reg
    /CalisMTBol
    /CalistoMT
    /CalistoMT-BoldItalic
    /CalistoMT-Italic
    /Cambria
    /Cambria-Bold
    /Cambria-BoldItalic
    /Cambria-Italic
    /CambriaMath
    /Candara
    /Candara-Bold
    /Candara-BoldItalic
    /Candara-Italic
    /Carta
    /CaslonOpenfaceBT-Regular
    /Castellar
    /CastellarMT
    /Centaur
    /Centaur-Italic
    /Century
    /CenturyGothic
    /CenturyGothic-Bold
    /CenturyGothic-BoldItalic
    /CenturyGothic-Italic
    /CenturySchL-Bold
    /CenturySchL-BoldItal
    /CenturySchL-Ital
    /CenturySchL-Roma
    /CenturySchoolbook
    /CenturySchoolbook-Bold
    /CenturySchoolbook-BoldItalic
    /CenturySchoolbook-Italic
    /CGTimes-Bold
    /CGTimes-BoldItalic
    /CGTimes-Italic
    /CGTimes-Regular
    /CharterBT-Bold
    /CharterBT-BoldItalic
    /CharterBT-Italic
    /CharterBT-Roman
    /CheltenhamITCbyBT-Bold
    /CheltenhamITCbyBT-BoldItalic
    /CheltenhamITCbyBT-Book
    /CheltenhamITCbyBT-BookItalic
    /Chiller-Regular
    /Cmb10
    /CMB10
    /Cmbsy10
    /CMBSY10
    /CMBSY5
    /CMBSY6
    /CMBSY7
    /CMBSY8
    /CMBSY9
    /Cmbx10
    /CMBX10
    /Cmbx12
    /CMBX12
    /Cmbx5
    /CMBX5
    /Cmbx6
    /CMBX6
    /Cmbx7
    /CMBX7
    /Cmbx8
    /CMBX8
    /Cmbx9
    /CMBX9
    /Cmbxsl10
    /CMBXSL10
    /Cmbxti10
    /CMBXTI10
    /Cmcsc10
    /CMCSC10
    /Cmcsc8
    /CMCSC8
    /Cmcsc9
    /CMCSC9
    /Cmdunh10
    /CMDUNH10
    /Cmex10
    /CMEX10
    /CMEX7
    /CMEX8
    /CMEX9
    /Cmff10
    /CMFF10
    /Cmfi10
    /CMFI10
    /Cmfib8
    /CMFIB8
    /Cminch
    /CMINCH
    /Cmitt10
    /CMITT10
    /Cmmi10
    /CMMI10
    /Cmmi12
    /CMMI12
    /Cmmi5
    /CMMI5
    /Cmmi6
    /CMMI6
    /Cmmi7
    /CMMI7
    /Cmmi8
    /CMMI8
    /Cmmi9
    /CMMI9
    /Cmmib10
    /CMMIB10
    /CMMIB5
    /CMMIB6
    /CMMIB7
    /CMMIB8
    /CMMIB9
    /Cmr10
    /CMR10
    /Cmr12
    /CMR12
    /Cmr17
    /CMR17
    /Cmr5
    /CMR5
    /Cmr6
    /CMR6
    /Cmr7
    /CMR7
    /Cmr8
    /CMR8
    /Cmr9
    /CMR9
    /Cmsl10
    /CMSL10
    /Cmsl12
    /CMSL12
    /Cmsl8
    /CMSL8
    /Cmsl9
    /CMSL9
    /Cmsltt10
    /CMSLTT10
    /Cmss10
    /CMSS10
    /Cmss12
    /CMSS12
    /Cmss17
    /CMSS17
    /Cmss8
    /CMSS8
    /Cmss9
    /CMSS9
    /Cmssbx10
    /CMSSBX10
    /Cmssdc10
    /CMSSDC10
    /Cmssi10
    /CMSSI10
    /Cmssi12
    /CMSSI12
    /Cmssi17
    /CMSSI17
    /Cmssi8
    /CMSSI8
    /Cmssi9
    /CMSSI9
    /Cmssq8
    /CMSSQ8
    /Cmssqi8
    /CMSSQI8
    /Cmsy10
    /CMSY10
    /Cmsy5
    /CMSY5
    /Cmsy6
    /CMSY6
    /Cmsy7
    /CMSY7
    /Cmsy8
    /CMSY8
    /Cmsy9
    /CMSY9
    /Cmtcsc10
    /CMTCSC10
    /Cmtex10
    /CMTEX10
    /Cmtex8
    /CMTEX8
    /Cmtex9
    /CMTEX9
    /Cmti10
    /CMTI10
    /Cmti12
    /CMTI12
    /Cmti7
    /CMTI7
    /Cmti8
    /CMTI8
    /Cmti9
    /CMTI9
    /Cmtt10
    /CMTT10
    /Cmtt12
    /CMTT12
    /Cmtt8
    /CMTT8
    /Cmtt9
    /CMTT9
    /Cmu10
    /CMU10
    /Cmvtt10
    /CMVTT10
    /ColonnaMT
    /Colossalis-Bold
    /ComicSansMS
    /ComicSansMS-Bold
    /Consolas
    /Consolas-Bold
    /Consolas-BoldItalic
    /Consolas-Italic
    /Constantia
    /Constantia-Bold
    /Constantia-BoldItalic
    /Constantia-Italic
    /CooperBlack
    /CopperplateGothic-Bold
    /CopperplateGothic-Light
    /Copperplate-ThirtyThreeBC
    /Corbel
    /Corbel-Bold
    /Corbel-BoldItalic
    /Corbel-Italic
    /CordiaNew
    /CordiaNew-Bold
    /CordiaNew-BoldItalic
    /CordiaNew-Italic
    /CordiaUPC
    /CordiaUPC-Bold
    /CordiaUPC-BoldItalic
    /CordiaUPC-Italic
    /Courier
    /Courier-Bold
    /Courier-BoldOblique
    /CourierNewPS-BoldItalicMT
    /CourierNewPS-BoldMT
    /CourierNewPS-ItalicMT
    /CourierNewPSMT
    /Courier-Oblique
    /CourierStd
    /CourierStd-Bold
    /CourierStd-BoldOblique
    /CourierStd-Oblique
    /CourierX-Bold
    /CourierX-BoldOblique
    /CourierX-Oblique
    /CourierX-Regular
    /CreepyRegular
    /CurlzMT
    /David-Bold
    /David-Reg
    /DavidTransparent
    /Dcb10
    /Dcbx10
    /Dcbxsl10
    /Dcbxti10
    /Dccsc10
    /Dcitt10
    /Dcr10
    /Desdemona
    /DilleniaUPC
    /DilleniaUPCBold
    /DilleniaUPCBoldItalic
    /DilleniaUPCItalic
    /Dingbats
    /DomCasual
    /Dotum
    /DotumChe
    /DoulosSIL
    /EdwardianScriptITC
    /Elephant-Italic
    /Elephant-Regular
    /EngraversGothicBT-Regular
    /EngraversMT
    /EraserDust
    /ErasITC-Bold
    /ErasITC-Demi
    /ErasITC-Light
    /ErasITC-Medium
    /ErieBlackPSMT
    /ErieLightPSMT
    /EriePSMT
    /EstrangeloEdessa
    /Euclid
    /Euclid-Bold
    /Euclid-BoldItalic
    /EuclidExtra
    /EuclidExtra-Bold
    /EuclidFraktur
    /EuclidFraktur-Bold
    /Euclid-Italic
    /EuclidMathOne
    /EuclidMathOne-Bold
    /EuclidMathTwo
    /EuclidMathTwo-Bold
    /EuclidSymbol
    /EuclidSymbol-Bold
    /EuclidSymbol-BoldItalic
    /EuclidSymbol-Italic
    /EucrosiaUPC
    /EucrosiaUPCBold
    /EucrosiaUPCBoldItalic
    /EucrosiaUPCItalic
    /EUEX10
    /EUEX7
    /EUEX8
    /EUEX9
    /EUFB10
    /EUFB5
    /EUFB7
    /EUFM10
    /EUFM5
    /EUFM7
    /EURB10
    /EURB5
    /EURB7
    /EURM10
    /EURM5
    /EURM7
    /EuroMono-Bold
    /EuroMono-BoldItalic
    /EuroMono-Italic
    /EuroMono-Regular
    /EuroSans-Bold
    /EuroSans-BoldItalic
    /EuroSans-Italic
    /EuroSans-Regular
    /EuroSerif-Bold
    /EuroSerif-BoldItalic
    /EuroSerif-Italic
    /EuroSerif-Regular
    /EUSB10
    /EUSB5
    /EUSB7
    /EUSM10
    /EUSM5
    /EUSM7
    /FelixTitlingMT
    /Fences
    /FencesPlain
    /FigaroMT
    /FixedMiriamTransparent
    /FootlightMTLight
    /Formata-Italic
    /Formata-Medium
    /Formata-MediumItalic
    /Formata-Regular
    /ForteMT
    /FranklinGothic-Book
    /FranklinGothic-BookItalic
    /FranklinGothic-Demi
    /FranklinGothic-DemiCond
    /FranklinGothic-DemiItalic
    /FranklinGothic-Heavy
    /FranklinGothic-HeavyItalic
    /FranklinGothicITCbyBT-Book
    /FranklinGothicITCbyBT-BookItal
    /FranklinGothicITCbyBT-Demi
    /FranklinGothicITCbyBT-DemiItal
    /FranklinGothic-Medium
    /FranklinGothic-MediumCond
    /FranklinGothic-MediumItalic
    /FrankRuehl
    /FreesiaUPC
    /FreesiaUPCBold
    /FreesiaUPCBoldItalic
    /FreesiaUPCItalic
    /FreestyleScript-Regular
    /FrenchScriptMT
    /Frutiger-Black
    /Frutiger-BlackCn
    /Frutiger-BlackItalic
    /Frutiger-Bold
    /Frutiger-BoldCn
    /Frutiger-BoldItalic
    /Frutiger-Cn
    /Frutiger-ExtraBlackCn
    /Frutiger-Italic
    /Frutiger-Light
    /Frutiger-LightCn
    /Frutiger-LightItalic
    /Frutiger-Roman
    /Frutiger-UltraBlack
    /Futura-Bold
    /Futura-BoldOblique
    /Futura-Book
    /Futura-BookOblique
    /FuturaBT-Bold
    /FuturaBT-BoldItalic
    /FuturaBT-Book
    /FuturaBT-BookItalic
    /FuturaBT-Medium
    /FuturaBT-MediumItalic
    /Futura-Light
    /Futura-LightOblique
    /GalliardITCbyBT-Bold
    /GalliardITCbyBT-BoldItalic
    /GalliardITCbyBT-Italic
    /GalliardITCbyBT-Roman
    /Garamond
    /Garamond-Bold
    /Garamond-BoldCondensed
    /Garamond-BoldCondensedItalic
    /Garamond-BoldItalic
    /Garamond-BookCondensed
    /Garamond-BookCondensedItalic
    /Garamond-Italic
    /Garamond-LightCondensed
    /Garamond-LightCondensedItalic
    /Gautami
    /GeometricSlab703BT-Light
    /GeometricSlab703BT-LightItalic
    /Georgia
    /Georgia-Bold
    /Georgia-BoldItalic
    /Georgia-Italic
    /GeorgiaRef
    /Giddyup
    /Giddyup-Thangs
    /Gigi-Regular
    /GillSans
    /GillSans-Bold
    /GillSans-BoldItalic
    /GillSans-Condensed
    /GillSans-CondensedBold
    /GillSans-Italic
    /GillSans-Light
    /GillSans-LightItalic
    /GillSansMT
    /GillSansMT-Bold
    /GillSansMT-BoldItalic
    /GillSansMT-Condensed
    /GillSansMT-ExtraCondensedBold
    /GillSansMT-Italic
    /GillSans-UltraBold
    /GillSans-UltraBoldCondensed
    /GloucesterMT-ExtraCondensed
    /Gothic-Thirteen
    /GoudyOldStyleBT-Bold
    /GoudyOldStyleBT-BoldItalic
    /GoudyOldStyleBT-Italic
    /GoudyOldStyleBT-Roman
    /GoudyOldStyleT-Bold
    /GoudyOldStyleT-Italic
    /GoudyOldStyleT-Regular
    /GoudyStout
    /GoudyTextMT-LombardicCapitals
    /GSIDefaultSymbols
    /Gulim
    /GulimChe
    /Gungsuh
    /GungsuhChe
    /Haettenschweiler
    /HarlowSolid
    /Harrington
    /Helvetica
    /Helvetica-Black
    /Helvetica-BlackOblique
    /Helvetica-Bold
    /Helvetica-BoldOblique
    /Helvetica-Condensed
    /Helvetica-Condensed-Black
    /Helvetica-Condensed-BlackObl
    /Helvetica-Condensed-Bold
    /Helvetica-Condensed-BoldObl
    /Helvetica-Condensed-Light
    /Helvetica-Condensed-LightObl
    /Helvetica-Condensed-Oblique
    /Helvetica-Fraction
    /Helvetica-Narrow
    /Helvetica-Narrow-Bold
    /Helvetica-Narrow-BoldOblique
    /Helvetica-Narrow-Oblique
    /Helvetica-Oblique
    /HighTowerText-Italic
    /HighTowerText-Reg
    /Humanist521BT-BoldCondensed
    /Humanist521BT-Light
    /Humanist521BT-LightItalic
    /Humanist521BT-RomanCondensed
    /Imago-ExtraBold
    /Impact
    /ImprintMT-Shadow
    /InformalRoman-Regular
    /IrisUPC
    /IrisUPCBold
    /IrisUPCBoldItalic
    /IrisUPCItalic
    /Ironwood
    /ItcEras-Medium
    /ItcKabel-Bold
    /ItcKabel-Book
    /ItcKabel-Demi
    /ItcKabel-Medium
    /ItcKabel-Ultra
    /JasmineUPC
    /JasmineUPC-Bold
    /JasmineUPC-BoldItalic
    /JasmineUPC-Italic
    /JoannaMT
    /JoannaMT-Italic
    /Jokerman-Regular
    /JuiceITC-Regular
    /Kartika
    /Kaufmann
    /KaufmannBT-Bold
    /KaufmannBT-Regular
    /KidTYPEPaint
    /KinoMT
    /KodchiangUPC
    /KodchiangUPC-Bold
    /KodchiangUPC-BoldItalic
    /KodchiangUPC-Italic
    /KorinnaITCbyBT-Regular
    /KristenITC-Regular
    /KrutiDev040Bold
    /KrutiDev040BoldItalic
    /KrutiDev040Condensed
    /KrutiDev040Italic
    /KrutiDev040Thin
    /KrutiDev040Wide
    /KrutiDev060
    /KrutiDev060Bold
    /KrutiDev060BoldItalic
    /KrutiDev060Condensed
    /KrutiDev060Italic
    /KrutiDev060Thin
    /KrutiDev060Wide
    /KrutiDev070
    /KrutiDev070Condensed
    /KrutiDev070Italic
    /KrutiDev070Thin
    /KrutiDev070Wide
    /KrutiDev080
    /KrutiDev080Condensed
    /KrutiDev080Italic
    /KrutiDev080Wide
    /KrutiDev090
    /KrutiDev090Bold
    /KrutiDev090BoldItalic
    /KrutiDev090Condensed
    /KrutiDev090Italic
    /KrutiDev090Thin
    /KrutiDev090Wide
    /KrutiDev100
    /KrutiDev100Bold
    /KrutiDev100BoldItalic
    /KrutiDev100Condensed
    /KrutiDev100Italic
    /KrutiDev100Thin
    /KrutiDev100Wide
    /KrutiDev120
    /KrutiDev120Condensed
    /KrutiDev120Thin
    /KrutiDev120Wide
    /KrutiDev130
    /KrutiDev130Condensed
    /KrutiDev130Thin
    /KrutiDev130Wide
    /KunstlerScript
    /Latha
    /LatinWide
    /LetterGothic
    /LetterGothic-Bold
    /LetterGothic-BoldOblique
    /LetterGothic-BoldSlanted
    /LetterGothicMT
    /LetterGothicMT-Bold
    /LetterGothicMT-BoldOblique
    /LetterGothicMT-Oblique
    /LetterGothic-Slanted
    /LevenimMT
    /LevenimMTBold
    /LilyUPC
    /LilyUPCBold
    /LilyUPCBoldItalic
    /LilyUPCItalic
    /Lithos-Black
    /Lithos-Regular
    /LotusWPBox-Roman
    /LotusWPIcon-Roman
    /LotusWPIntA-Roman
    /LotusWPIntB-Roman
    /LotusWPType-Roman
    /LucidaBright
    /LucidaBright-Demi
    /LucidaBright-DemiItalic
    /LucidaBright-Italic
    /LucidaCalligraphy-Italic
    /LucidaConsole
    /LucidaFax
    /LucidaFax-Demi
    /LucidaFax-DemiItalic
    /LucidaFax-Italic
    /LucidaHandwriting-Italic
    /LucidaSans
    /LucidaSans-Demi
    /LucidaSans-DemiItalic
    /LucidaSans-Italic
    /LucidaSans-Typewriter
    /LucidaSans-TypewriterBold
    /LucidaSans-TypewriterBoldOblique
    /LucidaSans-TypewriterOblique
    /LucidaSansUnicode
    /Lydian
    /Magneto-Bold
    /MaiandraGD-Regular
    /Mangal-Regular
    /Map-Symbols
    /MathA
    /MathB
    /MathC
    /Mathematica1
    /Mathematica1-Bold
    /Mathematica1Mono
    /Mathematica1Mono-Bold
    /Mathematica2
    /Mathematica2-Bold
    /Mathematica2Mono
    /Mathematica2Mono-Bold
    /Mathematica3
    /Mathematica3-Bold
    /Mathematica3Mono
    /Mathematica3Mono-Bold
    /Mathematica4
    /Mathematica4-Bold
    /Mathematica4Mono
    /Mathematica4Mono-Bold
    /Mathematica5
    /Mathematica5-Bold
    /Mathematica5Mono
    /Mathematica5Mono-Bold
    /Mathematica6
    /Mathematica6Bold
    /Mathematica6Mono
    /Mathematica6MonoBold
    /Mathematica7
    /Mathematica7Bold
    /Mathematica7Mono
    /Mathematica7MonoBold
    /MatisseITC-Regular
    /MaturaMTScriptCapitals
    /Mesquite
    /Mezz-Black
    /Mezz-Regular
    /MICR
    /MicrosoftSansSerif
    /MingLiU
    /Minion-BoldCondensed
    /Minion-BoldCondensedItalic
    /Minion-Condensed
    /Minion-CondensedItalic
    /Minion-Ornaments
    /MinionPro-Bold
    /MinionPro-BoldIt
    /MinionPro-It
    /MinionPro-Regular
    /Miriam
    /MiriamFixed
    /MiriamTransparent
    /Mistral
    /Modern-Regular
    /MonotypeCorsiva
    /MonotypeSorts
    /MSAM10
    /MSAM5
    /MSAM6
    /MSAM7
    /MSAM8
    /MSAM9
    /MSBM10
    /MSBM5
    /MSBM6
    /MSBM7
    /MSBM8
    /MSBM9
    /MS-Gothic
    /MSHei
    /MSLineDrawPSMT
    /MS-Mincho
    /MSOutlook
    /MS-PGothic
    /MS-PMincho
    /MSReference1
    /MSReference2
    /MSReferenceSansSerif
    /MSReferenceSansSerif-Bold
    /MSReferenceSansSerif-BoldItalic
    /MSReferenceSansSerif-Italic
    /MSReferenceSerif
    /MSReferenceSerif-Bold
    /MSReferenceSerif-BoldItalic
    /MSReferenceSerif-Italic
    /MSReferenceSpecialty
    /MSSong
    /MS-UIGothic
    /MT-Extra
    /MTExtraTiger
    /MT-Symbol
    /MT-Symbol-Italic
    /MVBoli
    /Myriad-Bold
    /Myriad-BoldItalic
    /Myriad-Italic
    /Myriad-Roman
    /Narkisim
    /NewCenturySchlbk-Bold
    /NewCenturySchlbk-BoldItalic
    /NewCenturySchlbk-Italic
    /NewCenturySchlbk-Roman
    /NewMilleniumSchlbk-BoldItalicSH
    /NewsGothic
    /NewsGothic-Bold
    /NewsGothicBT-Bold
    /NewsGothicBT-BoldItalic
    /NewsGothicBT-Italic
    /NewsGothicBT-Roman
    /NewsGothic-Condensed
    /NewsGothic-Italic
    /NewsGothicMT
    /NewsGothicMT-Bold
    /NewsGothicMT-Italic
    /NiagaraEngraved-Reg
    /NiagaraSolid-Reg
    /NimbusMonL-Bold
    /NimbusMonL-BoldObli
    /NimbusMonL-Regu
    /NimbusMonL-ReguObli
    /NimbusRomNo9L-Medi
    /NimbusRomNo9L-MediItal
    /NimbusRomNo9L-Regu
    /NimbusRomNo9L-ReguItal
    /NimbusSanL-Bold
    /NimbusSanL-BoldCond
    /NimbusSanL-BoldCondItal
    /NimbusSanL-BoldItal
    /NimbusSanL-Regu
    /NimbusSanL-ReguCond
    /NimbusSanL-ReguCondItal
    /NimbusSanL-ReguItal
    /Nimrod
    /Nimrod-Bold
    /Nimrod-BoldItalic
    /Nimrod-Italic
    /NSimSun
    /Nueva-BoldExtended
    /Nueva-BoldExtendedItalic
    /Nueva-Italic
    /Nueva-Roman
    /NuptialScript
    /OCRA
    /OCRA-Alternate
    /OCRAExtended
    /OCRB
    /OCRB-Alternate
    /OfficinaSans-Bold
    /OfficinaSans-BoldItalic
    /OfficinaSans-Book
    /OfficinaSans-BookItalic
    /OfficinaSerif-Bold
    /OfficinaSerif-BoldItalic
    /OfficinaSerif-Book
    /OfficinaSerif-BookItalic
    /OldEnglishTextMT
    /Onyx
    /OnyxBT-Regular
    /OzHandicraftBT-Roman
    /PalaceScriptMT
    /Palatino-Bold
    /Palatino-BoldItalic
    /Palatino-Italic
    /PalatinoLinotype-Bold
    /PalatinoLinotype-BoldItalic
    /PalatinoLinotype-Italic
    /PalatinoLinotype-Roman
    /Palatino-Roman
    /PapyrusPlain
    /Papyrus-Regular
    /Parchment-Regular
    /Parisian
    /ParkAvenue
    /Penumbra-SemiboldFlare
    /Penumbra-SemiboldSans
    /Penumbra-SemiboldSerif
    /PepitaMT
    /Perpetua
    /Perpetua-Bold
    /Perpetua-BoldItalic
    /Perpetua-Italic
    /PerpetuaTitlingMT-Bold
    /PerpetuaTitlingMT-Light
    /PhotinaCasualBlack
    /Playbill
    /PMingLiU
    /Poetica-SuppOrnaments
    /PoorRichard-Regular
    /PopplLaudatio-Italic
    /PopplLaudatio-Medium
    /PopplLaudatio-MediumItalic
    /PopplLaudatio-Regular
    /PrestigeElite
    /Pristina-Regular
    /PTBarnumBT-Regular
    /Raavi
    /RageItalic
    /Ravie
    /RefSpecialty
    /Ribbon131BT-Bold
    /Rockwell
    /Rockwell-Bold
    /Rockwell-BoldItalic
    /Rockwell-Condensed
    /Rockwell-CondensedBold
    /Rockwell-ExtraBold
    /Rockwell-Italic
    /Rockwell-Light
    /Rockwell-LightItalic
    /Rod
    /RodTransparent
    /RunicMT-Condensed
    /Sanvito-Light
    /Sanvito-Roman
    /ScriptC
    /ScriptMTBold
    /SegoeUI
    /SegoeUI-Bold
    /SegoeUI-BoldItalic
    /SegoeUI-Italic
    /Serpentine-BoldOblique
    /ShelleyVolanteBT-Regular
    /ShowcardGothic-Reg
    /Shruti
    /SILDoulosIPA
    /SimHei
    /SimSun
    /SimSun-PUA
    /SnapITC-Regular
    /StandardSymL
    /Stencil
    /StoneSans
    /StoneSans-Bold
    /StoneSans-BoldItalic
    /StoneSans-Italic
    /StoneSans-Semibold
    /StoneSans-SemiboldItalic
    /Stop
    /Swiss721BT-BlackExtended
    /Sylfaen
    /Symbol
    /SymbolMT
    /SymbolTiger
    /SymbolTigerExpert
    /Tahoma
    /Tahoma-Bold
    /Tci1
    /Tci1Bold
    /Tci1BoldItalic
    /Tci1Italic
    /Tci2
    /Tci2Bold
    /Tci2BoldItalic
    /Tci2Italic
    /Tci3
    /Tci3Bold
    /Tci3BoldItalic
    /Tci3Italic
    /Tci4
    /Tci4Bold
    /Tci4BoldItalic
    /Tci4Italic
    /TechnicalItalic
    /TechnicalPlain
    /Tekton
    /Tekton-Bold
    /TektonMM
    /Tempo-HeavyCondensed
    /Tempo-HeavyCondensedItalic
    /TempusSansITC
    /Tiger
    /TigerExpert
    /Times-Bold
    /Times-BoldItalic
    /Times-BoldItalicOsF
    /Times-BoldSC
    /Times-ExtraBold
    /Times-Italic
    /Times-ItalicOsF
    /TimesNewRomanMT-ExtraBold
    /TimesNewRomanPS-BoldItalicMT
    /TimesNewRomanPS-BoldMT
    /TimesNewRomanPS-ItalicMT
    /TimesNewRomanPSMT
    /Times-Roman
    /Times-RomanSC
    /Trajan-Bold
    /Trebuchet-BoldItalic
    /TrebuchetMS
    /TrebuchetMS-Bold
    /TrebuchetMS-Italic
    /Tunga-Regular
    /TwCenMT-Bold
    /TwCenMT-BoldItalic
    /TwCenMT-Condensed
    /TwCenMT-CondensedBold
    /TwCenMT-CondensedExtraBold
    /TwCenMT-CondensedMedium
    /TwCenMT-Italic
    /TwCenMT-Regular
    /Univers-Bold
    /Univers-BoldItalic
    /UniversCondensed-Bold
    /UniversCondensed-BoldItalic
    /UniversCondensed-Medium
    /UniversCondensed-MediumItalic
    /Univers-Medium
    /Univers-MediumItalic
    /URWBookmanL-DemiBold
    /URWBookmanL-DemiBoldItal
    /URWBookmanL-Ligh
    /URWBookmanL-LighItal
    /URWChanceryL-MediItal
    /URWGothicL-Book
    /URWGothicL-BookObli
    /URWGothicL-Demi
    /URWGothicL-DemiObli
    /URWPalladioL-Bold
    /URWPalladioL-BoldItal
    /URWPalladioL-Ital
    /URWPalladioL-Roma
    /USPSBarCode
    /VAGRounded-Black
    /VAGRounded-Bold
    /VAGRounded-Light
    /VAGRounded-Thin
    /Verdana
    /Verdana-Bold
    /Verdana-BoldItalic
    /Verdana-Italic
    /VerdanaRef
    /VinerHandITC
    /Viva-BoldExtraExtended
    /Vivaldii
    /Viva-LightCondensed
    /Viva-Regular
    /VladimirScript
    /Vrinda
    /Webdings
    /Westminster
    /Willow
    /Wingdings2
    /Wingdings3
    /Wingdings-Regular
    /WNCYB10
    /WNCYI10
    /WNCYR10
    /WNCYSC10
    /WNCYSS10
    /WoodtypeOrnaments-One
    /WoodtypeOrnaments-Two
    /WP-ArabicScriptSihafa
    /WP-ArabicSihafa
    /WP-BoxDrawing
    /WP-CyrillicA
    /WP-CyrillicB
    /WP-GreekCentury
    /WP-GreekCourier
    /WP-GreekHelve
    /WP-HebrewDavid
    /WP-IconicSymbolsA
    /WP-IconicSymbolsB
    /WP-Japanese
    /WP-MathA
    /WP-MathB
    /WP-MathExtendedA
    /WP-MathExtendedB
    /WP-MultinationalAHelve
    /WP-MultinationalARoman
    /WP-MultinationalBCourier
    /WP-MultinationalBHelve
    /WP-MultinationalBRoman
    /WP-MultinationalCourier
    /WP-Phonetic
    /WPTypographicSymbols
    /XYATIP10
    /XYBSQL10
    /XYBTIP10
    /XYCIRC10
    /XYCMAT10
    /XYCMBT10
    /XYDASH10
    /XYEUAT10
    /XYEUBT10
    /ZapfChancery-MediumItalic
    /ZapfDingbats
    /ZapfHumanist601BT-Bold
    /ZapfHumanist601BT-BoldItalic
    /ZapfHumanist601BT-Demi
    /ZapfHumanist601BT-DemiItalic
    /ZapfHumanist601BT-Italic
    /ZapfHumanist601BT-Roman
    /ZWAdobeF
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 2.00333
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 2.00333
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 600
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.00167
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata pogodnih za pouzdani prikaz i ispis poslovnih dokumenata koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [600 600]
  /PageSize [612.000 792.000]
>> setpagedevice


		2018-10-11T14:32:55-0400
	Certified PDF 2 Signature




